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CONCRETE THRUST BLOCK

(PER PWSA STANDARDS)

EXISTING 3-STORY

BUILDING

NEW 4-STORY

BUILDING

PROPOSED GATE VALVE

W/ MEG BOX (PER PWSA STANDARDS)

24"X24"X8" CUT-IN WYE

STORM WATER TAP-IN

(PER PWSA STANDARDS)

NEW 6" CONNECTION TO

6" EXISTING WYE

(PER PWSA REQUIREMENTS

DOMESTIC WATER SERVICE

GATE VALVE W/ MEG BOX

(PER PWSA STANDARDS)

C

O

C

O

6" DR22 PVC

STORM PIPE

12" WATER SERVICE TAPPING

SLEEVE (PER PWSA STANDARD)

6" DR22 PVC

STORM PIPE

8" DR22 PVC

STORM PIPE

TERMINATE EXISTING SEWER

LATERAL, GROUT TO

PROPERTY LINE

(PER PWSA REQUIREMENTS)

ABANDON SEWER

LATERAL IN PLACE

6" SDR35

PVC PIPE

TERMINATE EXISTING

WATER SERVICE LINE

(PER PWSA REQUIREMENTS)

ABANDON WATER

SERVICE LINE IN PLACE

MH027A001

MH027A003

MH027A002

MH027A004

MH027A009

MH027A010

CB027A016

MH027A011

36" BRICK COMBINED SEWER (PWSA)

36" BRICK COMBINED SEWER (PWSA)

12" WATER (PWSA)

EX. FIRE HYDRANT

ID : A503

48" RCP STORM SEWER (PWSA)

24" RCP STORM SEWER

(PWSA)
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PEAK DAILY FLOW DEMANDS

To be completed by the Applicant:

TYPE OF FLOW

PROJECT FLOW

EXISTING FLOW

NET FLOW

PWSA W&S USE APPROVAL DATE

(If required)

DEP SFPM APPROVAL DATE

(If required)

SANITARY, GPD WATER, GPD STORM, CFS

NOT REQUIRED

1750 0.42

0.31
0 0

12/07/2021

1750

1750 1750

A

B

C

D

E

FLOW,

GPM

FLOW,

GPM

USE

METER USE:  DOMESTIC, FIRE, COMBINATION

PEAK OPERATING WATER DEMANDS

To be completed by the Applicant:

I.D. TYPESIZE

METER TYPE:  POSITIVE DISPLACEMENT, COMPOUND, ELECTROMAGNETIC, ULTRASONIC, TURBINE

METER SIZE:   

5

8

",  

5

8

"x

3

4

",  

3

4

",  1",  2",  3",  4",  6",  8",  10",  12",  16"

DOMESTIC SYSTEM FIRE SYSTEM

PRESSURE,

PSI

PRESSURE,

PSI

QUANTITY

METER INFORMATION

1

1

1 

1

2

 " POSITIVE DISPLACEMENT DOMESTIC 47 95

5

8

 " X 

3

4

 "

DRY FIRE 520.7 38.2

NEW WATER CONNECTION(S)

NEW SEWER CONNECTION(S)

REUSE EXISTING WATER CONNECTION(S)

REUSE EXISTING SEWER CONNECTION(S)

TERMINATE EXISTING WATER CONNECTION(S)

TERMINATE EXISTING SEWER CONNECTION(S)

PRIVATE CONSTRUCTION OF PUBLIC FACILITIES

DIRECTOR OF ENGINEERING AND CONSTRUCTION

(Required for "Private Construction of Public Facilities" ONLY)

(Required for ALL approvals)

THE PITTSBURGH WATER & SEWER AUTHORITY APPROVAL BLOCK

To be completed by the PWSA:

(Check all that apply)

PWSA PROJECT NUMBER

TAP C RECORD NUMBER

REVIEWER

CHIEF OF OPERATIONS

To be completed by the Applicant:

Signatures / Approval by PWSA are for the physical connection(s) to the water and/or sewer

system only.  Responsibility for the design and work depicted by the drawings, including the

flow design for the facilities, is by the Professional Engineer shown by the seal and signature

affixed to the drawing.  The PWSA does not represent or warrant that the water supply to the

facilities is sufficient to support the design.

 20015.17

X

X

X

X

HYDRANT FLOW TEST RESULTS

To be completed by the Applicant:

DATE OF TEST

FLOW HYDRANT

HYDRANT NUMBER

LOCATION

FLOW OBSERVED, GPM

PRESSURE HYDRANT

HYDRANT NUMBER

LOCATION

STATIC PRESSURE, PSI

RESIDUAL PRESSURE, PSI

CALCULATIONS

PROJECTED FLOW AT 20 PSI, GPM

HYDRANT PERMIT NUMBER

PERFORMED BY

02/09/2022

HYD-146-0122

JOHN KNETZER

A543

HERRON AVE. NEAR CENTRE AVE.

1405

A544

HERRON AVE.

95

90

SPRINKLER SYSTEM DESIGN INFORMATION

To be completed by the Applicant:

13D

13R

13

OTHER:

TYPE OF SYSTEM (Check one)

STAND-ALONE SPRINKLER SYSTEM

MULTI-PURPOSE SPRINKLER SYSTEM

INSIDE HOSE DEMAND, GPM

OUTSIDE HOSE DEMAND, GPM

LOCATION(S):

SYSTEM CONFIGURATION (Check one)

HOSE DEMANDS (N/A for 13D systems)

X

X

PROJECT NUMBER

REVISIONS

2932 WYLIE AVENUE/

565 HERRON AVENUE

MIXED-USE

DEVELOPMENT

WATER AND SEWER

TAP-IN PLAN

DESIGN DEVELOPMENT

PWSA 1

01/07/2022

COMMUNION, LLC

DESIGN DEVELOPMENT

700 River Ave, Suite 100,

Pittsburgh, PA 15212

(P): 412.321.3951

Feet

0 10 20
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/
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/
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SCALE : 1 INCH = 10 FEET

LOCATION MAP

PROJECT LOCATION
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