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2400 SMALLMAN ST REDEVELOPMENT
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PITTSBURGH, PENNSYLVANIA 15222

CASE NO.

DATE:  APRIL , 2020

SCALE: PLAN - 1" = 10'

SHEET

1 OF 2

ACCESSION NO.

PREPARED BY: KU Resources, Inc.
22 South Linden Street
Duquesne, PA 15110
412.469.9331
412.469.9336 faxwww.kuresources.com

PENNSYLVANIA LAW REQUIRES 3 WORKING DAYS NOTICE IN
CONSTRUCTION PHASE AND 10 WORKING DAYS NOTICE IN DESIGN STAGE
TO "PENNSYLVANIA ONE CALL SYSTEM, INC." 1-800-242-1776.

PENNSYLVANIA ACT 187 (1996) NOTIFICATION OF EXCAVATORS,
DESIGNERS, OR ANY PERSON PREPARING TO DISTURB THE EARTH'S
SURFACE ANYWHERE IN THE COMMONWEALTH, CALL PENNSYLVANIA ONE
CALL SYSTEM, INC. AT 1-800-242-1776 BEFORE ANY DISTURBANCE.

CALL BEFORE YOU DIG!

PFAFFMANN + ASSOCIATES
223 FOURTH AVENUE SUITE 800

PITTSBURGH, PENNSYLVANIA 15222
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WORK SITE LOCATION

NOTES:
1) ALL CONNECTIONS AND
FITTINGS PER ACHD PLUMBING
CODE
2) EXISTING DOWNSPOUT SYSTEM
DYE TESTED FOR VERIFICATION
OF CONNECTION POINT TO
EXISTING PWSA COMBO SEWER
3)DOMESTIC SERVICE GATE VALVE
DESIGNATED AS "RIGHT TURN TO
OPEN"

A

B

C

D

E

FLOW,
GPM

FLOW,
GPMUSE

METER USE:  DOMESTIC, FIRE, COMBINATION

NEW WATER CONNECTION(S)
NEW SEWER CONNECTION(S)
REUSE EXISTING WATER CONNECTION(S)
REUSE EXISTING SEWER CONNECTION(S)
TERMINATE EXISTING WATER CONNECTION(S)
TERMINATE EXISTING SEWER CONNECTION(S)
PRIVATE CONSTRUCTION OF PUBLIC FACILITIES

DIRECTOR OF ENGINEERING AND CONSTRUCTION

(Required for "Private Construction of Public Facilities" ONLY)

(Required for ALL approvals)

PEAK DAILY FLOW DEMANDS

To be completed by the Applicant:

TYPE OF FLOW

PROJECT FLOW

EXISTING FLOW

NET FLOW

PWSA W&S USE APPROVAL DATE
(If required)

DEP SFPM APPROVAL DATE
(If required)

SANITARY, GPD WATER, GPD STORM, CFS

NOT REQUIRED

HYDRANT FLOW TEST RESULTS

To be completed by the Applicant:

DATE OF TEST  03-06-2020

FLOW HYDRANT

HYDRANT NUMBER  A-317

LOCATION  24th ST @ RAILROAD ST

THE PITTSBURGH WATER & SEWER AUTHORITY APPROVAL BLOCK

To be completed by the PWSA:

(Check all that apply)

PWSA PROJECT NUMBER      20013.20

TAP C RECORD NUMBER

REVIEWER

CHIEF OF OPERATIONS

To be completed by the Applicant:

FLOW OBSERVED, GPM  1163

PRESSURE HYDRANT

HYDRANT NUMBER  A-315

LOCATION  24th ST @ SMALLMAN ST

STATIC PRESSURE, PSI  90 PSI

RESIDUAL PRESSURE, PSI  88 PSI

CALCULATIONS

PEAK OPERATING WATER DEMANDS

To be completed by the Applicant:

I.D.

SPRINKLER SYSTEM DESIGN INFORMATION

To be completed by the Applicant:

13D
13R
13
OTHER:

TYPE OF SYSTEM (Check one)

STAND-ALONE SPRINKLER SYSTEM
MULTI-PURPOSE SPRINKLER SYSTEM

INSIDE HOSE DEMAND, GPM   250 GP,
OUTSIDE HOSE DEMAND, GPM  0 GPM

LOCATION(S): ENTIRE BUILDING

SYSTEM CONFIGURATION (Check one)

HOSE DEMANDS (N/A for 13D systems)

PROJECTED FLOW AT 20 PSI, GPM  7,932

HYDRANT PERMIT NUMBER  20-25

PERFORMED BY

TYPESIZE

METER TYPE:  POSITIVE DISPLACEMENT, COMPOUND, ELECTROMAGNETIC, ULTRASONIC, TURBINE

METER SIZE:   5 8",  5 8"x3
4",  3 4",  1",  2",  3",  4",  6",  8",  10",  12",  16"

DOMESTIC SYSTEM FIRE SYSTEM

PRESSURE,
PSI

PRESSURE,
PSIQUANTITY

METER INFORMATION

Signatures / Approval by PWSA are for the physical connection(s) to the water and/or sewer
system only.  Responsibility for the design and work depicted by the drawings, including the
flow design for the facilities, is by the Professional Engineer shown by the seal and signature
affixed to the drawing.  The PWSA does not represent or warrant that the water supply to the
facilities is sufficient to support the design.

125 GPMDOMESTICPOSITIVE DISPLACEMENT2" 40 PSI1
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PREPARED BY: KU Resources, Inc.
22 South Linden Street
Duquesne, PA 15110
412.469.9331
412.469.9336 faxwww.kuresources.com

PENNSYLVANIA LAW REQUIRES 3 WORKING DAYS NOTICE IN
CONSTRUCTION PHASE AND 10 WORKING DAYS NOTICE IN DESIGN STAGE
TO "PENNSYLVANIA ONE CALL SYSTEM, INC." 1-800-242-1776.

PENNSYLVANIA ACT 187 (1996) NOTIFICATION OF EXCAVATORS,
DESIGNERS, OR ANY PERSON PREPARING TO DISTURB THE EARTH'S
SURFACE ANYWHERE IN THE COMMONWEALTH, CALL PENNSYLVANIA ONE
CALL SYSTEM, INC. AT 1-800-242-1776 BEFORE ANY DISTURBANCE.

CALL BEFORE YOU DIG!

PFAFFMANN + ASSOCIATES
223 FOURTH AVENUE SUITE 800

PITTSBURGH, PENNSYLVANIA 15222

NOTE:
ALL CONNECTIONS AND
FITTINGS PER ACHD
PLUMBING CODENEW WATER CONNECTION(S)

NEW SEWER CONNECTION(S)
REUSE EXISTING WATER CONNECTION(S)
REUSE EXISTING SEWER CONNECTION(S)
TERMINATE EXISTING WATER CONNECTION(S)
TERMINATE EXISTING SEWER CONNECTION(S)
PRIVATE CONSTRUCTION OF PUBLIC FACILITIES

DIRECTOR OF ENGINEERING AND CONSTRUCTION

(Required for "Private Construction of Public Facilities" ONLY)

(Required for ALL approvals)

THE PITTSBURGH WATER & SEWER AUTHORITY APPROVAL BLOCK

To be completed by the PWSA:

(Check all that apply)

PWSA PROJECT NUMBER

TAP C RECORD NUMBER

REVIEWER

CHIEF OF OPERATIONS

To be completed by the Applicant:

Signatures / Approval by PWSA are for the physical connection(s) to the water and/or sewer
system only.  Responsibility for the design and work depicted by the drawings, including the
flow design for the facilities, is by the Professional Engineer shown by the seal and signature
affixed to the drawing.  The PWSA does not represent or warrant that the water supply to the
facilities is sufficient to support the design.

NOTES:

1.  MEDIUM EXTENSION GATE VALVE BOX SHALL BE BINGHAM & TAYLOR No. 5001, OR APPROVED EQUAL.
2.  MADE OF CAST IRON, SCREW TYPE, 3-PIECE BOX w/ LID AND #6 BASE, 7" DIAMETER SHAFT.
3.  LABELED "WATER" ON THE COVER.

Valve Box
(Medium Extension Gate Box)

The Pittsburgh Water and Sewer Authority

3" Curb Service Box

The Pittsburgh Water and Sewer Authority

Typical Water Tap Service Termination
For 4" And Larger Connection

The Pittsburgh Water and Sewer Authority
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